Introduction
Micro scale hydroelectric systems are commonly used in areas where national energy grids have not reached. Governor systems in their structure are the major part of them. Digital governor systems are the mostly used governor mechanisms nowadays [1] .Before implementing of mini or micro hydro power plants, some designer prefer to model and simulate the system. Simulations are based on different models [2] . Some simulations contains dynamic modeling [3] and speed variability [4] . Conventional control methods for frequency stabilization in mini and micro hydro power plants (HPP) generally use PI, PID controllers. In [5] , the authors designed a new PID load frequency controller for a single machine infinite bus hydro system. Henderson [6] used electronic load governor for micro hydro power plant ranging from 1 kW to 5 kW. Electronic Load Governor controlled the dump load in his study. Doolla and his collogues [7] designed a new cost-effective technique for load frequency control by reducing the size of dump load.Salhi et al. [8] designed a fuzzy logic controller for load frequency control in micro hydro power plant. In an another study, Çam [9] compared PI controller with Fuzzy gain scheduled PI controller (FGPI) for frequency control of hydro power system in single and two area plants.The investigation topics related to micro HPP are given in other studies [10, 11] .
In the implemented study, a prototype of micro hydroelectric power plant which operates in closed loop with cross-flow turbine by using microcontroller was designed.The generated electrical frequency was kept in a specified band interval. The frequency was continuously measured by using zero crossing circuit and sent to a microcontroller. PIC 16F877 was used as a microcontroller. Movement to the adjustable wing of the turbine was given by DC motor and screw shaft system. Two direction motion of the DC motor was provided by application of the Pulse Width Modulation (PWM) signals generated by microcontroller to a motor through H Bridge. In the system, water flow rate of Cross-flow turbinewere controlled by moving adjustable wing.
Designed system
Figure1 shows general appearance of the implemented system. In the study, in order to control the adjustable wing, DC motor is used. MOSFET, which is the switching element of the DC motor, was controlled in two directions by H bridge motor driver circuit. For controlling the speed of the motor control card which utilizes PWM signal from microcontroller, PIC16F877 is employed.H bridge Motor driver circuit formed by MOSFETs ensures the direct current motor works or stops in two directions. Control of the H bridge circuit is provided by trigger signals generated by microcontroller PIC16F877. In order to bring MOSFET to conduction PC 817 opt coupler was used.In the prototype of the micro HPP, the turbine works with the free fall of the water. There is a 1500 liters water reservoir at the tower of 7m high. The upper side of the reservoir water by itself through penstock flows to the turbine. And the water coming out of the turbine is collected at second reservoir located at the ground. The volume of this reservoir is 1000 liters. Specifications of the pump motor are given in the table 1.The electro-mechanical section consists of cross-flow turbine, generator, pulley system and the control mechanism of the adjustable wing.Specifications of the turbine are shown in the Control section PIC 16F877A is main element on the control section. The frequency of the voltage obtained from generator is read with zero crossing circuit and compared with reference value of 50Hz, PWM signal is generated with respect to the obtained error. By this mechanism, direct current motor is controlled and the frequency of the voltage coming for generator is set to 50Hz.In order to control the frequency of the generator, number of cycles of the turbine was controlled. Number of cycles of turbine depending on opening and closing condition of the adjustable wing changes with amount and pressure of water applied to a turbine.In the study, control card measured the frequency of the voltage at the output of generator (fo) using zero crossing circuit and compare with the reference = 50Hzcontinuously. According to error between the measured frequency value and reference value,PWM signal is generated inside the PIC. Using this PWM signal,the opening and closing operation of adjustable wing was performed and was applied to H bridge circuit which control DC motor.
In control card, there exists a part which gives the system a DC voltage of 5V. A LCD screen for observing the values read from output of generator and coefficient of PID formed by PWM signals is also connected. The start and stop button on the card help to start and stop the system. Lower limit and upper limit buttons are used for the purpose of testing the system in the laboratory. In real life application switches to be connected to terminal which is parallel to lower and upper limit buttons are used to specify the boundaries of movement of adjustable wing. These boundary switchesis helpful to end automatically commands from control card. If there was no these boundary switches, appearance of faults in mechanical systems would be unavoidable. The LED's in the card are used to understand whether its corresponding output is active or not.
During specifying the microcontroller which is going to be used in the application whether the output and input number needed by the PIC and PWM for controlling direct current motor exist or not waschecked. The knowledge which is taken from external environment is the frequency taken from zero crossing circuit. This information is read by interrupt except for port RBO of PIC. The other information is the normal inputs which are connected to limit switches which tell the open or closed state of the adjustable wing. PWM signals weretaken as output of the PIC. PIC 16F877A is the one which easily satisfies these input and output specifications.
According to UCTE criteria minimum instant frequency should not be below -800mHz (49.2 Hz)and maximum instant frequency should not be more than +800 mHz (50.8 Hz) [12] . The reference boundary values of frequency used in the PIC program were specified by considering these values.Due to zero crossing circuit,electrical frequencies from the output of the generator were read easily [13] . The transformer used in zero crossing circuit is connected to the output of the generator. The maximum value of voltage obtained from transformer was selected to be 5V.Direction of the DC motor depends on the direction of the voltage. In order to change the direction, the direction of voltage applied to the motor was changed. For this purpose, H bridge circuit was used. In order to bring MOSFET to conduction PC 817 opt coupler was used.
Application
While testing of the system starts, the butterfly van on penstock opens and turbine slowly gain speed. In this moment energized control card continuously measures frequency of the generator and measured values are shown on the LCD screen.When the start button on the control card is pressed, in accordance with program codes inside microcontroller implementation of control process starts and frequency of 50Hz is kept constant. At this time, generator works empty-no load.To test how the system works when there is a load, the bulbs connected to the output of the generator were entered to a circuit in stages. In every stage, two 60 W incandescent film lamp was used.
The observed errors on the continuously measured frequency by several processes inside microcontroller generate PWM of the motor. By the help of this PID controlled PWM signals for DC motor is generated.PWM signals generated by the microcontroller and DC motor are operated in both directions in controlled manner. Due to this the position of adjustable wing of the turbine is being changed and frequency of 50 Hz is kept constant.
Electrical performances at loading condition
Voltage, current and active power variations for % 25 loading level; Current variation curve shows that the inrush current is at a low peak current during start up. This current caused medium level voltage droops at the output terminal. It is expected that larger loading level result in higher inrush peak currents. Current and voltage variations reach steady state level nearly in 50 seconds. Different loading levels produce different shapes of current, voltage wave. In the study, only some important ones of them are given. Figure 2 illustrates voltage, current and active power variations for % 75 loading level. Current variation curve shows that the inrush current is at a low peak current during start up. This current caused medium level voltage droops at the output terminal. Current and voltage variations reach steady state level nearly in 35 seconds. 
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II. Conclusions
In this study, closed loop and grid independent prototype of 750 W cross-flow turbine whose cycle regulations are done by using adjustable wing mechanism is implemented. Movement to an adjustable wing is performed by direct current motor which is controlled by microcontroller by using screw shaft system and mechanical hand. By setting the number of cycles (speed) of the turbine, the number of cycles and frequency of the 500 W generator which is connected to a turbine is kept at required values. The implemented study shows that this technique is more economical than other micro hydroelectric plant control methods.
The study is performed on cross-flow type turbine. It is possible to apply same control technique to Pelton turbines. With the investment to be made, in the future times implementations of control systems of the micro turbine using microcontrollers will provide more development in the sector and will bring possibility of easily controlling both grid dependent and independent micro HPP. It is also understood that loading and load shedding performances of the designed system is well enough and it has low cost. 
